
N

Eq.
001

Storage
002

Storage
003

W/C
004

Hall
005

Eq.
006

87'-0"

91'-3"

Existing
Boiler EQ.

FD

DN

DN

2 1

DN
2

1

DN 2

1

DN
2

1

N

22 SF

Mop
121

100 SF

Stair
119

939 SF

Merc. 3:
Floor
126

1,927 SF

Assembly
(A-2): Future

127

133 SF

Women
128

145 SF

Mens
129

84 SF

Storage
130

430 SF

Restaurant
A-2
131

A1.0
2

382 SF

Merc. 3:
Sales
132

164 SF

Passage
Room (A-2):

Future
133

220 SF

Restaurant
A-2
134

4'-1" 11"

(r) @6"2

(r) @6"2
(r) @6"2

7

A1.0

typ.

1,010 SF

Foyer
135

106 SF

Vest.
136

2,136 SF

Merc. 1:
Floor
138

557 SF

Merc. 1:
Storage

139

1,405 SF

Merc. 2
140Provide 1

hour infill of
floor/ shaft
penetrations
(typ.)

1'
-1

0"

40
'-0

"

14'-0"

3 
5/

8"
12

'-6
"

49'-3"

Mercantile areas to be secured
after hours with security gates,

entire mercantile floor is 100% open
during operating hours, (typ.)

2'
-0

"

Raised
employee area
behind display
cases

3'-0" 7'-0"

3'-0" 7'-0"

3'
-0

"
3'

-0
"

4'
-0

"

4'-0"

4'-0"

7

A1.0

Sim

Face

3'-0"

3'-0" 1'-9"

(r) @6"2

1'
-9

"
3'

-0
"

16
'-0

"

4'
-0

"
4'

-0
"

5'
-0

"

4'-9" 5'-0"
2 hour wall

A

A

A

new door @ 2 hour wall, provide min. 90
minute frame + door, door closer + latch

8"

rev.

2

rev.

2

rev.

2

rev.

2

rev.

2

A1.0
4

rev.

3

cb01
1

FD

3'
-7

 1
/2

"
1'

-3
"

CL

CL

24x48 mirror
mounted @ 12" AFF

24x48
mirror
mounted
@ 12" AFF

5'
-0

"

New ADA Lav.
@ existing
locations

New ADA Lav.
@ existing
locations

4'-8"

4'-8"

5'
-0

"

133 SF

Women
128

145 SF

Mens
129

84 SF

Storage
130

Existing Non ADA
D.F. to remain,
building to
provide
additional water
cooler to public
for ADA
compliant
access

3'
-0

"

3'
-0

"

CL

CL

1'
-6

"
1'

-4
"

2'
-3

"

CL

New
ADA lav

N

rev.

1

rev.

1

rev.

1

rev.

1

rev.

2

1

2

First
100'-0"

(r) @6"2

4'
-2

"

2'
-1

0"

1'-0"11"11"

3'-2" 1"

3'-3"

101'-0"

Opening (above)

Opening (above)

2hr

Rated wall per wall type

Existing Steel Tube Column
wrapped in min (2) layers

Type "X", total minimum
membrane thickness of
1-1/2" (each side), total
assembly to comply w/

ANSI/UL Design No. X526 : 2
HOUR Rating, assembly

continious from T.O. Floor to
B.O. Opening  (above).

Note: as alternate, IF
blocking is required to fur
out column to avoid
conflicts, ANSI/UL Design
No. X528 is acceptable
(similar assembly, see UL
information)
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 1/8" = 1'-0"
1 Basement

Floor Plan  1/8" = 1'-0"
3 Ground

Floor Plan

 1/4" = 1'-0"
2 Toilet Rooms

Plan Callout

 1/4" = 1'-0"
7 Typical Platform

Stair Section

Arch. Keyed Notes
Tag Text

A Existing door is within a new 2 hour rated wall, confirm existing rating of
existing door + frame (90 minute). If not compliant, provide new door +
door frame (as required) to provide needed compliance. Doors @ 2 hour
wall, existing or new, are to have closer + latch (typical).

 1 1/2" = 1'-0"
4 2HR Column Wrap

Plan Detail

rev.
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